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a) A site visit was held on 2/05/2013 and the list of attendees is attached. 

 

b) Questions and answers received prior to the date required for submission are attached. 

  

c) The date set for the receipt of offers has not been changed.  

Daniel J. Pagone  V1912L3-4593 
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Questions for the Salt Lake City VAMC Renovate IT Closets Project 

 

1. Will a detail for the room (closet) in building 37 be issued? 

 

See page GE428 

 

2. Does bid item #1 include commissioning of security systems? 

 

Yes 

 

3. Do regulations pertaining to temporary partitions apply to the three day waiting period for the 

VA’s testing laboratory? 

Yes 

4. Will there be a public bid opening? 

 

No.  Instructions on submitting bids are listed on the front of the 1442, and in 2.01  

REQUIREMENT FOR ELECTRONIC SUBMISSION – see page 13 of the solicitation. 

 

5. Will hand delivered bids be accepted? 

NO - See answer 4 above on where to find instructions on submitting bids. 

 

6. With regard to Electrical Keynote #11, does connectivity for water sensor currently exist? 

 

No. 

 

7. If the response to question #6 is no, will it the responsibility of the contractor to provide this? 

Yes, interconnected with the existing Johnson Controls Metasys EMS 

8. Is there a specific requirement or specification for the “IT Equipment Drip Shield”? 

No.  Provide a sheet metal drip shield with materials specified in spec section 23 31 00 HVAC 

Ducts and Casings and submit fabrication drawings for approval. 

9. With regard to subcontractor performance requirements, will this project going to be classified 

as special trades or general construction? 

This depends on the specific type of work that the subcontractor will perform.  It will be up to 

the individual vendors submitting bids to determine their subcontracting needs, and if those 
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subcontractors fall under “Construction by special trade contractors.”  Specialty trade 

contractors are defined by the North American Industry Classification System (NAICS).  See the 

following link for more information: http://www.census.gov/cgi-

bin/sssd/naics/naicsrch?code=238&search=2012 .              

10. Will we be responsible placing fire stop caulk or fireproofing foam in the closets?   

 

Yes, per spec section 07 84 00 Firestopping. 

 

11. Can the list of roofing contractors that hold warranty on the medical center’s existing roofs be 

made available to bidding participants?   

 

MSC Constructors Design Build holds the warranty.   

 

12. Will escorts be required for this project?  If so, how many escorts will be available?  If not, will 

badges be issued? 

All employees must be badged and pass security background check.  At the VA’s option, escorts 

may be provided for select highly secure areas. 

13. Will the response date be modified due to the national holiday falling on Feb 18th? 

The response date remains as listed in block 13 A of the SF 1442.  Bids will be accepted before 

that time depending on when the vendor wishes to submit the bid.  However, please check FBO 

for any amendments that are issued, since those are required at the time of submittal as well.  If 

the due date is changed for some reason that will also be posted as amendment on FBO – please 

check FBO for future postings.   

14. Will a design be supplied by Johnson controls for conduit/cable routing? 

No, not for bidding process.  However, it will be required as a submittal during pre-construction. 

15. Do the extended walls require any other security covering other than drywall? 

No. 

16. Do the rooms without a ceiling of any type; need to be finished for paint to the deck? 

Yes. 

17. Missing page GE 427/duplicate page GE 429. 

Drawings are correct as posted on solicitation page; recommend re-downloading. 

VA259-13-R-0088

Page 8 of 11

http://www.census.gov/cgi-bin/sssd/naics/naicsrch?code=238&search=2012
http://www.census.gov/cgi-bin/sssd/naics/naicsrch?code=238&search=2012


18. Drawing GE429 call for a W3 type fixture, but this is not listed in the schedule.  Can you provide 
what is required for fixture type W3? 

 

Provide W-1 light fixture in room 1A08-38. 

 

19. Drawing GE401 Note 1 C1 does not indicate locations of fixtures to demo or reinstall.  Can 
locations be provided? 

 

Keynotes are generic and not utilized on every sheet.  There is no fixture demolition on page 

GE401. 

 

20. Drawing GE401 Note 11 mentions to mount a water sensor under the floor, but type and style 
has not been specified.  Can you provide the manufacture and type of sensor required? 

 

No specification for sensor but must be compatible with existing BMS system.  Submittal will be 

required. 

 

21. Drawing GE401 Note 11 mentions to mount a water sensor under the floor and tie it to the BMS.  
What is required and where is the BMS located for all areas? 

 

BMS control panel is generally located in adjacent electrical closet. 

 

22. Drawings GE401 to GE429 do not indicate where the main card reader panels are.  Can a 
location be provided for the locations of all of the main card reader panels located for the whole 
project? 

 

No 

 

23.  Drawing GE402 Note 1 does not indicate locations of fixtures to demo or reinstall.  Can 
locations be provided? 
 
Disregard Keynote 1 on GE402:  no fixtures to be removed. 
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24. Drawing GE403 Note 1 does not indicate how many fixtures to demo or reinstall.  Can locations 
be provided? 

 

Disregard Keynote 1 on GE403:  no fixtures to be removed. 

 

25. Drawings GE401 to GE429 note #6 indicates that shelves may be required.  How many will be 
required? 

 

One shelf per UPS unit / one per IT closet. 

 

26. Drawing GE420 B1 and C1 does not indicate locations of fixtures to demo or reinstall.  Can 
locations be provided? 

 

Remove one ceiling fixture in center of room (room GA08C-3). 

Remove three ceiling fixtures equally spaced (room GA2-3) and install three new W-1 fixtures. 

 

27. Drawings GE424 F1 does not indicate the circuit for the Emergency outlet or HVAC unit.  What 
circuit will be required?  Where is the panel located? 

 

For bidding purposes assume emergency equipment panel is located in room adjacent to room 

B103-6 approximately 30 ft. away. 

 

28. Drawings GE424 C3 indicates to install wiring to Panel S1 and D.  The drawings do not indicate 
where the panels are located.  Can panel locations be provided? 

 

For bidding purposes assume emergency equipment panel is located in room adjacent to room 

1A14-5 approximately 30 ft. away. 

 

29. Drawings GE426 C3 and F3 do not indicate any circuits for HVAC or EM outlets.  Are any 
required? 
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Regarding GE426 detail C3: EM outlet fed from EQ1-5 in room 1A38, assume two pole 20 Amp 

circuit required for HVAC fed from same panel.  There is no detail F3 on sheet GE426. 

 

30. Drawings GE427 C1, C3, and F3 does not indicate any circuits for HVAC or EM outlets.  Are any 
required? 

 

Regarding GE427 detail C1:  HVAC fed from 2NA-16, 18; provide emergency outlet fed from 

2NA20.  Detail C3:  feed HVAC from panel 9N1A3 circuits 20 and 22 and emergency power outlet 

from 9NA3 circuit 24.  Detail F3:  feed emergency outlet with a 20 Amp 1 pole circuit in the 

HVAC unit with a 20 Amp 2 pole circuit fed from GA50-16 electrical closet adjacent to IT closet 

approx. 30 foot run. 

 

31. Drawing GE701 indicates that the LAN connection to the card reader system is existing, but it 
appears that a new power supply is required.  Please confirm. 

 

GE701, detail F7 is typical for all card readers.  Provide power supply as indicated. 

 

32. Section 27 15 00 1.4 A-1 indicates that patch panels will be required along with (2) Data jacks, 
but also mentions that the owner may have different quantities.  Are to bid (2) jack per 
locations?  Please confirm. 

 

Disregard Section 27 15 00 1.4 A-1:  No data jacks are required on this project. 

 

33. Is a network card required for the UPS units? 
 

No. 
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